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      Аннотация

    
        
          Работа посвящена разработке тепловой защиты от перегрузки трансформатора. В ходе работы была создана математическая модель тепловой защиты и алгоритм работы тепловой защиты при перегрузке, созданный в программе SCADA Studio и реализован на контроллере NPT BAY. Математической модели и алгоритму посвящены свои главы, в которых рассматривается их работа. При этом, для того чтобы удостовериться в правильности работы модели, то есть, для построения кривых нагрева и охлаждения были использованы справочные данные трансформаторов. А сами кривые строились при помощи программы MATLAB. Производилось сравнение реальных данных полученных с реальных объектов с данными полученными при помощи созданной модели тепловой защиты. Также были рассмотрены вопросы безопасности труда и экономической целесообразности разработки тепловой модели.
        

        
          The work is dedicated to the development of the thermal protection of the transformer overload. The work was created a mathematical model of the thermal protection and the algorithm of the thermal overload protection, set up in the program SCADA Studio and implemented on the controller NPT BAY. Mathematical models and algorithms dedicated to his head, which is considered their work. At the same time, in order to verify the correctness of the model, that is, for building heating and cooling curves of reference data transformers were used. And they themselves curves were constructed using MATLAB software.
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