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      Аннотация

    
        
          Первый раздел посвящён общему обзору автоматического ввода резерва и восстановлению нормального режима работы схемы, сформулированы основные требования к схемам автоматик, также рассмотрены уже существующие алгоритмы работы автоматик. Второй раздел посвящен созданию алгоритмов автоматического ввода резерва и восстановлением нормального режима схемы электроснабжения. Рассчитаны уставки срабатывания автоматик. Во третьем разделе описан процесс моделирования алгоритма работы автоматики автоматического ввода резерва и восстановление нормального режима схемы электроснабжения на логическом симуляторе. В четвертом разделе описаны проведенные опыты реализации алгоритма автоматического ввода резерва на ПАК RTDS, сняты характеристики срабатывания алгоритма АВР в различных режимах работы схемы. Пятый раздел посвящен применения автоматики автоматического ввода резерва, восстановление нормального режима схемы электроснабжения на контроллере  NPT BAY. В главах по технике безопасности и экономической части раскрыты необходимые мероприятия для дипломной работы темы. В заключении подводятся итоги магистерской дипломной работы, формируются выводы по исследованной теме.
        

        
          The first section is devoted to an overall review of automatic input of reserve and restore the normal operating mode of the circuit, the main requirements to the schemes of control, also reviewed existing control algorithms work. The second section is devoted to the creation of algorithms for automatic transfer and restoration of normal mode power supply circuit. Calculated pickup value control. In the third section describes the process simulation algorithm of automation automatic transfer switch and restore normal operation of power supply circuit in the logic simulator. The fourth section describes the experiments conducted by the implementation of the algorithm of automatic input of reserve for PAK RTDS, characterization ABP algorithm operation in various modes scheme. The fifth section is devoted to the use of automation automatic transfer switch, restoring the normal mode power supply circuit on the controller NPT BAY. In the chapters on safety and the economic part of the necessary measures to disclose the thesis topic. In conclusion summarizes the master thesis, forming conclusions on the researched topic.
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