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          В работе рассмотрена электрическая часть ГРЭС. На основе электрических данных выбрано основное силовое оборудование. Рассчитаны токи короткого замыкания, на основании чего произведен выбор электрических аппаратов.  Приведен выбор и расчет основных и резервных защит блока генератор-автотрансформатор. Рассмотрен вопрос реализации обще секционных защит и автоматики. В ходе которого был создан лабораторный стенд на базе микропроцессорных терминалов защит для изучения и реализации ЛЗШ, УРОВ, ЗДЗ и АВР.
        

        
          In work the electric part of a state district power station is considered. Based on electrical data, the main power equipment is selected. Calculated short-circuit currents, on the basis of which the selection of electrical devices. The selection and calculation of the main and backup protection of the generator autotransformer unit is given. The question of the implementation of general sectional protection and automation. During which a laboratory stand was created on the basis of microprocessor protection terminals for the study and implementation of Logical security, Breaker fail (failure) protection, Arc protection and  Automatic to reserve source.
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