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      Аннотация

    
        
          Данная работа посвящена изучению системы электроснабжения 330/110 кВ.  Задачи, которые были решены в ходе работы:
1.	Выбор элементов системы электроснабжения: трансформаторы, сечения линий электропередач. 
2.	Расчет установившегося режима «вручную» и с помощью программного обеспечения Rastrwin. Рассмотрение режимов максимальных и минимальных нагрузок. 
3.	Составление комплексной схемы замещения для расчета короткого замыкания заданного вида, определения токов и напряжений, построения векторных диаграмм.
4.	Исследование устойчивости системы с помощью программного обеспечения Dymola.
В результате была исследована система электроснабжения 330/110 кВ, произведен выбор необходимого оборудования на основе расчетных данных, рассмотрены различные режимы работы, подобраны компенсирующие устройства для обеспечения необходимых показателей качества электроэнергии, выполнен расчет несимметричного короткого замыкания. Также была исследована устойчивость системы, определен и проведен необходимый комплекс мероприятий по повышению статической и динамической устойчивости – настройка АРВ, настройка регулятора турбины и импульсная разгрузка генератора.
        

        
          This work is dedicated to the study of power system 330/110 kV. The research set the following goals:
1.	Selection of elements of the electric power system: transformers, power transmission line sections.
2.	The calculation of the steady state analytically and using special software.
3.	Forming up a complex equivalent circuit for calculating a short circuit of a given type, determining currents and voltages, drawing vector diagrams.
4.	Research of the system`s stability using the Dymola software.
	As a result, the power supply system of 330/110 kV was investigated, the necessary equipment was selected on the basis of the calculated data, various operating modes were considered, compensating devices were selected to ensure the necessary conditions of electric power quality, and an asymmetric short circuit was calculated. The stability of the system was also studied, the necessary set of measures to increase the static and dynamic stability was determined and carried out - tuning of the ARV, tuning of the turbine regulator and pulse unloading of the generator.
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