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      Аннотация

    
        
          В данной работе проведен анализ конструкции вакуумного выключателя напряжением 10кВ, током 1600А; показаны недостатки данного коммутационного аппарата; рассмотрено переходное сопротивление. Представлены результаты численного моделирования переходного сопротивления. Работа была проведена с использованием программного пакета COMSOL MULTIPHYSICS и системы проектирования Autocad, где разрабатывалась модель и ее элементы, а также моделировались процессы контактной системы вакуумного выключателя напряжением 10кВ, током 1600 А. В результате была разработана методика расчета, позволяющая определить величину переходного сопротивления на торцах контактов данного коммутационного аппарата, ограничивающее его коммутационный ресурс и срок службы. Показаны зависимости переходного сопротивления от таких параметров как: нажатие контактов, средняя высота микроострий на торцах контактов и их средний наклон. Приведены интерфейсы распределения электрического потенциала и проводимости на контактах выключателя.
        

        
          Theme of final qualification work: "Development of a methodology for calculating the contact system of a vacuum circuit breaker 10kV, 1600A." In this work, we analyzed the design of a vacuum circuit breaker with a voltage of 10 kV and a current of 1600 A; The disadvantages of this switching device are shown; transition resistance is considered. The results of numerical simulation of the transition resistance are presented. The work was carried out using the COMSOL MULTIPHYSICS software package and the Autocad design system, where the model and its elements were developed, as well as the processes of the contact system of a vacuum circuit breaker with a voltage of 10 kV and a current of 1600 A. As a result, a calculation method was developed that allows one to determine the value of the transition resistance at the ends of the contacts of a given switching apparatus, limiting its switching resource and service life. The dependences of the transition resistance on such parameters as: contact pressing, the average height of the micro points at the ends of the contacts and their average slope are shown. Interfaces for the distribution of electrical potential and conductivity at the switch contacts are given.
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