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      Аннотация

    
        
          На первом этапе работы была рассмотрена и исследована сеть электроснабжения 500/220 кВ. Произведен выбор электрического оборудования: трансформа-торов, автотрансформаторов, сечений проводов линий электропередачи. На основании выбранного оборудования произведен аналитический расчет установившегося режима системы, а также расчет установившегося режима в программном комплексе RastrWin. Также рассмотрен режим максимальных и минимальных нагрузок с учетом компенсирующих устройств.  Далее относительно определённой точки несимметричного короткого замыкания была составлена схема замещения электроэнергетической системы. За-тем по методу симметричных составляющих рассчитаны токи и напряжения при однофазном коротком замыкания на землю. По полученным результатам расчета построены векторные диаграммы токов и напряжений. В качестве проверки правильности расчета аналогичный расчет был реализован в программном комплексе ATP/EMTP с приведением соответствующих графиков зависимостей.  На следующем этапе работы мы исследовали нашу сеть электроснабжения с точки зрения электромеханических переходных процессов. Перед нами стояла задача исследования ЭЭС на динамическую устойчивость, т.е. исследования движения системы после конечного возмущения. В качестве возмущения было принято однофазное короткое замыкание. Данное исследование было реализовано в программном комплексе Dymola. На заключительном этапе нами были предприняты меры по повышению динамической устойчивости системы. В качестве оптимизации системы был реализован цикл однофазного автоматического повторного включения.
        

        
          At the first stage of the work, the 500/220 kV power supply network was considered and investigated. The selection of electrical equipment was made: transformers, autotransformers, wire sections of power transmission lines. Based on the selected equipment, an analytical calculation of the steady-state mode of the system was performed, as well as the calculation of the steady-state mode in the RastrWin software package. The mode of maximum and minimum loads, taking into account compensating devices, is also considered. Further, relative to a certain point of an asymmetric short circuit, a replacement circuit of the electric power system was drawn up. Furthermore, the currents and voltages for a single-phase short-circuit to earth are calculated using the method of symmetric components. Vector diagrams of currents and voltages are constructed based on the obtained calculation results. As a verification of the correctness of the calculation, a similar calculation was implemented in the ATP/EMTP software package with the corresponding dependency graphs. In the next phase of the work, we examined our power supply network in terms of electromechanical transients. We were faced with the task of studying the EES for dynamic stability, i.e., studying the motion of the system after a finite perturbation. A single-phase short circuit was assumed as a disturbance. This study was implemented in the Dymola software package. At the final stage, we took measures to improve the dynamic stability of the system. As a system optimization, a single-phase automatic re-activation cycle was implemented.
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