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      Аннотация

    
        
          Тема выпускной квалификационной работы: «Проектирование электрической части атомной электростанции мощностью 3000 МВт». Данная работа посвящена проектированию, выбору основного электрического оборудования, кабелей, оборудования собственных нужд атомной электрической станции. На первом этапе был произведен расчет параметров основного оборудования: генераторов, силовых трансформаторов, выключателей, разъединителей и шинопроводов. Для этого были рассмотрены возможные варианты размещения энергоблоков на распределительные устройства разного напряжения и с учетом перетоков мощности в разных режимах был выбран наиболее приемлемый вариант. Затем били выбраны схемы для каждого из распределительных устройств в соответствии с нормативной документацией. Также был проведен выбор схемы собственных нужд как рабочего так и резервного питания. Для атомной станции собственные нужды обеспечивают не только бесперебойность технологического процесса, но и необходимый уровень безопасности. Напрямую вопросы атомной безопасности в данном проекте не рассматривались. Затем были проведены расчеты токов короткого замыкания для разных точек схемы и по условиям максимально тяжелых режимов были выбраны типы основного оборудования станции. В качестве точек короткого замыкания были выбраны наиболее характерные точки, кроме того, для точки на шинах собственных нужд были рассмотрены разные варианты подпитки места короткого замыкания в зависимости от режима работы схемы. На втором этапе были проведены необходимые расчеты и выбор оборудования и кабелей системы собственных нужд станции.
        

        
          The topic of the final qualifying work: "Designing the electrical part of a nuclear power plant with a capacity of 3000 MW". This work is devoted to the design, selection of the main electrical equipment, cables, equipment for the own needs of a nuclear power plant. At the first stage, the parameters of the main equipment were calculated: generators, power transformers, switches, disconnectors and busbars. For this purpose, possible options for placing power units on switchgears of different voltages were considered, and taking into account power flows in different modes, the most acceptable option was chosen. Then the circuits for each of the switchgear were selected in accordance with the regulatory documentation. Also, the selection of the scheme of own needs of both working and backup power was carried out. For a nuclear power plant, its own needs ensure not only the continuity of the technological process, but also the necessary level of safety. Nuclear safety issues were not directly addressed in this project. Then calculations of short-circuit currents were carried out for different points of the circuit and, according to the conditions of the most severe modes, the types of the main equipment of the station were selected. The most characteristic points were selected as short-circuit points, in addition, for the point on the tires of their own needs, different options for feeding the short-circuit site were considered, depending on the operating mode of the circuit. At the second stage, the necessary calculations and selection of equipment and cables for the station's own needs were carried out.
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