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      Аннотация

    
        
          Тема выпускной квалификационной работы «Проектирование электрической части парогазовой ТЭЦ мощностью 6х160 МВт». Задачи, которые решались в ходе проектирования: Выбор основного оборудования и главной схемы электростанции. Технико-экономический расчет для выбора наиболее выгодной структурной схемы. Выбор основного оборудования (генераторы, силовые трансформаторы). Расчет токов короткого замыкания в характерных точках. Выбор коммутационных аппаратов, токоведущих частей, сборных шин и измерительных трансформаторов тока и напряжения. Разработка АИИС КУЭ ТЭЦ. Контроль сопротивления изоляции в сети собственных нужд ТЭЦ. В работе выполнено проектирование электрической части станции. Выбрано основное электрооборудование, самая экономически выгодная структурная схема электростанции, токоведущие части, сборные шины. Рассчитаны токи короткого замыкания. Разработана система АИИС КУЭ. Рассмотрен вариант контроля сопротивления изоляции в сети собственных нужд ТЭЦ.
        

        
          The topic of the final qualifying work is "Designing the electrical part of a combined-cycle thermal power plant with a capacity of 6x160 MW". Tasks that were solved during the design: 1. Selection of the main equipment and the main circuit of the power plant.2. Technical and economic calculation for choosing the most advantageous structural scheme. 3. Selection of the main equipment (generators, power transformers). 4.  Calculation of short-circuit currents at characteristic points. 5. Selection of switching devices, current-carrying parts, busbars and measuring current and voltage transformers. 6. Development of AIIS KUE CHP. 7. Control of insulation resistance in the network of own needs of the CHP. The design of the electrical part of the station is carried out in the work. The main electrical equipment, the most cost-effective structural scheme of the power plant, current-carrying parts, busbars have been selected. Short-circuit currents are calculated. The AIIS KUE system has been developed. A variant of insulation resistance control in the network of own needs of the CHP is considered.
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