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          Обоснована и рассмотрена простейшая модель теплового баланса провода, изготавливаемого по ГОСТ 839-80, с учётом конвективного теплообмена и теплообмена излучением. Установлено, что значения длительно допустимых токов для данного типа проводов в ПУЭ значительно завышены. Предложена формула определения длительно допустимых токов вне помещения, пригодная для инженерного использования. Проведён математический анализ формулы. Предложены таблицы для выбора провода по длительно допустимому току, пригодные для инженерного использования. В этой работе рассмотрены требования ПУЭ только для проводов вне помещения.
        

        
          This paper contains analysis of a part of russian electrical code called PUE. This paper describes a basic heat balance model for wires of GOST 839-80 (Russian equivalent of EN 50182). As a result, the currentcarrying capacity of this model is much less than the current-carrying capacity of GOST 839-80. This means that the PUE requirements may be incorrect. A formula for determining the current-carrying capacity in this model, ready for use in engineering, is proposed. Tables of the current-carrying capacity for all wires of GOST 839-80 are given.
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