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          Проанализирован способ выбора сечений проводов методом экономических интервалов. Показано, что сечение проводов и конструкция фазы должны соответствовать оптимальному соотношению между затратами на сооружение и эксплуатацию линии и расходами, связанными с оптимизацией конструкции проводов фазы. Доказана необходимость модернизации этого метода для электропередач напряжением 220 кВ и выше, выполняемых с расщепленной фазой. Предложен алгоритм отыскания той токовой нагрузки, при которой исходя из минимума приведенных затрат следует отказаться от применения дополнительных источников реактивной мощности и перейти к применению проводов с расщепленной фазой. Построена серия пересекающихся кривых, позволяющая не только выбирать оптимальное сечение проводов, но и определять нагрузку, при которой следует расщеплять провода фазы на несколько составляющих.
        

        
          This paper analyzes the existing method of selecting cross-sections of wires by the method of economic intervals, substantiating the the necessity of modernization for power transmissions with a voltage of 220 kV and above, performed with a split phase. The proposed algorithm for determining the current load in which, on the basis of minimum reduced cost, additional reactive power sources should be abandoned and split phase wires should be used. A series of intersecting curves, allowing not only to choose the best wire size, but also to determine the load at which the wire phase should be split into several components.
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