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          В работе исследовано влияние различных факторов на замер сопротивления дистанционной защиты. Рассчитаны установки I и II ступеней дистанционной защиты одиночной и параллельной линии по различным методикам. Приведено описание программной реализации виртуального прибора дистанционной защиты в программном пакете LABVIEW. Смоделирована часть исследуемой энергосистемы в приложении MATLAB Simulink и произведены расчеты токов и напряжений в месте установки защиты при коротких замыканиях в различных точках. С помощью виртуального прибора было произведено исследование работы дистанционной защиты при коротких замыканиях в различных точках энергосистемы. Сделаны выводы по расчетным и экспериментальным исследованиям реле сопротивления и приведены методические рекомендации к выбору установок характеристик срабатывания дистанционной защиты. Приведена логика работы автоматического ускорения, оперативного ускорения, телеускорения, блокировки при качаниях и блокировки при неисправностях цепей напряжения, реализованных в терминалах микропроцессорной релейной защиты с функцией дистанционной защиты. Рассмотрены вопросы охраны труда и произведен выбор оптимального устройства дистанционной защиты методом многоцелевой оптимизации.
        

        
          The influence of various factors on the measurement of the resistance of the distance protection is investigated in the master's thesis.The setpoints of I and II zones of the distance protection of single and  parallel lines are calculated by different methods.The description of the software implementation of the virtual device of distance protection in LABVIEW software package is described.Modeled The part of the test grid in MATLAB Simulink application is modeled and currents and voltages are calculated in different modes.The work of virtual device is tested.In conclusion the guidelines of calculating setpoins of distance protection based on researches are made.The logical schemes of different types of accelerations and blocking algorithms are described.The occupational safety and health is described and the choice of optimal distance protection device is made by multi-objective optimization.
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