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          В данной работе рассмотрена электроэнергетическая система содержащая 2 класса напряжения 110 и 35 кВ. Приведены расчеты, используемые для выбора силового оборудования электрических сетей. Произведен расчет установившегося режима работы электроэнергетической системы с использованием формул для участка сети (т.е. вручную) и с помощью специального программного обеспечения RastrWin. Выполнен расчет токов двухфазного короткого замыкания в одном из узлов исследуемой системы. Построены векторные диаграммы. Кроме того, произведена оценка динамической устойчивости данной системы при возникновении двухфазного короткого замыкания на шинах одной из станций.
        

        
          This paper considers the power system comprising two voltage class 110 and 35 kV. The work presents the calculations used to select the power of electric grids equipment. The calculation of steady state mode of power system using the formula for the grid segment (i.e. by hand) and using special software RastrWin. The calculation of the current two-phase short circuit in one of the nodes of the system under study. Constructed vector diagrams. In addition, the dynamic stability of the system was evaluated in the event of a two-phase short circuit at one of the stations tire.
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