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      Аннотация

    
        
          В данной работе проведены исследования грозозащиты подстанций от набегающих волн с приходящих линий с точки зрения установки таких защитных аппаратов, как нелинейные ограничители перенапряжений (ОПН). Данные, полученные в ходе исследований, сравниваются с рекомендациями ПУЭ. Анализ грозозащиты подстанций выполнен для класса напряжения 35кВ на примере стандартных схем открытых распределительных устройств (ОРУ): «Блок трансформатор-линия», «Мостик». Определены показатели надежности грозозащиты подстанций в зависимости от различных факторов. Рассмотрен метод каскадного принципа грозозащиты, при котором возможен отказ от грозозащитного троса на подходе.
        

        
          In these work researches of lighting protection of substations from the arriving waves of the incomings lineswith as regards to installation of protective devices such as overvoltage suppressors are conducted. The data obtained during researches are compared to recommendations of Electrical Installation Standard. The analysis of lighting protection of substations is made for a class of voltage of 35 kV on the example of standard schemes of the open distributing devices (ODD): "Block transformer line", "Bridge". Defined parameters of reliability of lighting protection of substations depending on various factors. Method of the cascade principle of lighting protection at which refusal of a lightning-protective cable on the way is possible is considered. Recommendations for electrical designers at the choice of overvoltage suppressors are also made.
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