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          Диссертация посвящена вопросам повышения надёжности энергоснабжения предприятия АО «Газпромнефть-МНПЗ» и бесперебойности (устойчивости) работы производств при технологических нарушениях, возникающих во внутренних (0,4 - 6 кВ) электрических сетях. Проведен анализ структурной надежности. На основании проведенных исследований и анализа рекомендованы мероприятия по повышению надежности схемы внутреннего электроснабжения. Повышение надежности достигается с помощью установки ДКИН в зоне наиболее вероятных для АО «Газпромнефть-МНПЗ» посадок напряжения.
        

        
          Thesis is devoted to improve the reliability of power supply of JSC “Gazprom Neft” and continuity (sustainability) work at production process violations that occur in the interior (0.4 - 6 kV) power networks. The analysis of structural reliability. On the basis of research and analysis, recommended measures to improve the reliability of the internal power supply circuit. Improved reliability is achieved through the installation Dynamic Sag Correctors (DySC) in the area most likely to JSC “Gazprom Neft” voltage drops.
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