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      Аннотация

    
        
          Данная работа посвящена особенностям функционирования спринклерных оросителей с принудительным пуском при температурах от -10 °С до +10 °С в неотапливаемых помещениях. Было установлено, что при пониженных температурах возрастает значение времени, затрачиваемое на электронную активацию спринклерных оросителей с принудительным пуском вплоть до недопустимых значений, что является причиной неэффективности автоматической установки пожаротушения с принудительным пуском. Определены способы преодоления данной проблемы за счет изменения характеристик электрической линии пускового устройства. Получены данные о сопротивлении, площади поперечного сечения и длине питающего кабеля шлейфа, обеспечивающего корректную и бесперебойную работу спринклерных оросителей с принудительным пуском при изменении температуры в диапазоне от -10 °С до +10 °С.
        

        
          This work is devoted to the features of the functioning of sprinkler irrigators with forced start at temperatures from -10 °C to +10 °C in unheated rooms. It wasfound that at lower temperatures, the time value spent on electronic activation of sprinkler sprinklers with forced start up to unacceptable (more than 30 seconds) values increases, which is the reason for the inefficiency of the automatic fire extinguishing installation with forced start.
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