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          This paper considers the relevance of transferring the load from a substation 220/110/10 kV to a new substation 220/110/10 kV. The main diagram of electrical connections is made. Selection of circuits for switchgear, switching devices, conductors, equipment for measuring, accounting and quality control of electricity.
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