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      Аннотация

    
        
          Тема выпускной квалификационной работы: “Исследование режимов и динамической устойчивости электроэнергетической системы 750/330 кВ”.
В ходе данной работы был рассчитан установившийся режим электро-энергетической системы 750/330 кВ. Было выбрано соответствующее исходным данным оборудование. Был произведен выбор силовых трансформаторов, сечений линий электропередач. Помимо аналитического расчета был произведен расчет в программном комплексе RastrWin с получением режимов максимальных и минимальных нагрузок. Также был произведен расчет токов однофазного короткого замыкания методом симметричных составляющих, были определены токи и напряжения в месте короткого замыкания. С помощью специального программного обеспечения Dymola был смоделирован аварийный режим и произведен анализ динамической устойчивости. С целью улучшения динамических свойств системы был рассмотрен случай использования устройства продольного электрического торможения, относящееся к управлению импульсного типа, осуществляемое включением последовательно специальных нагрузочных сопротивлений, изменяющих нагрузку генератора.
        

        
          The theme: “The research of regime and dynamic stability of the 750/330 kV electric power system”. 
In the course of this work we have calculated a steady regime of the electric power system 750/330 kV. The equipment was selected with the use of initial data. In the work were chosen power transformers and cross-sections of power lines. Together with the manual calculation in the computer program RastrWin were calculated  regime of maximum and minimum loads. Single phase short circuit currents were calculated by the method of symmetrical components. Short-circuit currents and voltages were determined in the point. The simulation of emergency regime was performed by a special software Dymola. In order to improve the dynamic properties of the system, to increase stability, we considered the case of using a serial electric braking device related to pulse-type control, which is carried out by switching on in series special load resistances that change the generator load.
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