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      Аннотация

    
        
          Целью данной работы было проектирование электрической части атомной электрической станции с четырьмя блоками генераторов мощностью по 1000 МВт, основное топливо которой – ядерное топливо. Первым этапом проектирования был осуществлен выбор основного силового оборудования: генераторов и трансформаторов. Выбор производился, исходя из заданной мощности генерации. Также в расчёты входит выбор и экономическое обоснование схем выдачи мощности и распределительных устройств, с точки зрения надёжности и удобства эксплуатации. Исходя из расчётов токов короткого замыкания выбраны коммутационные аппараты, токоведущие части станции, измерительные трансформаторы тока и напряжения. Были рассмотрены основные технические решения по системе релейной защиты блоков генератор-трансформатор станции, в результате чего был выбран необходимый комплект защит и рассмотрены функции его элементов. Результатом работы является проект электрической части АЭС, включающий пояснительную записку с обосновывающими расчетами, чертежи главной схемы электрических соединений АЭС и конструкции распределительного устройства 330 кВ.
        

        
          The paper considers the issue of designing the electrical part of a condensing power plant with four blocks of generators with the capacity of 1000, with nuclear fuel being the main fuel of power plant. The main power equipment was selected: generators and transformers. The choice was based on the specified generation power. The calculations include the selection and economic validation of the switchgear scheme, on the basis of which we will receive the most rational distribution of generator blocks in terms of reliability and flexibility. Based on the calculations of short-circuit currents, electrical devices and current-carrying parts of the station were selected. The main technical solutions for the relay protection system of the station were considered, as a result of which the necessary set of protections was selected, and the functions of its elements were considered. As a result of the design of the power plant received an explanatory note with justifying calculations, drawings of the main circuit of the electrical connections of the plant and the design of the 330 kV power grid.
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