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      Аннотация

    
        
          Данная работа посвящена проектированию электрической части и системы релейной защиты теплоэлектроцентрали. Задачи, которые решались в ходе работы: 1.	Расчёт симметричных и несимметричных коротких замыканий. 2.	Выбор основного электротехнического оборудования. 3.	Принятие основных технических решений по системе релейной защиты. В ходе работы производился расчёт электрических величин, по значениям которых выбиралось оборудование для теплоэлектроцентрали; была проанализирована нормативно-техническая литература с целью корректного выбора устройств релейной защиты, были построены векторные диаграммы токов. В результате была спроектирована электрическая часть тепло-электроцентрали и выбрана релейная защита этой станции. Работу можно использовать при проектировании реальной станции, так как она делалась с опорой на нормативно-техническую литературу. В ходе работы был получен ряд компетенций и умений по принятию основных технических решений по релейной защите теплоэлектроцентрали.
        

        
          The given work is devoted to studying the electrical part and the relay protection system of a thermal power plant. The research set the following goals: 1. Calculation of symmetric and asymmetric short circuits. 2. The choice of basic electrical equipment. 3. The adoption of basic technical solutions for the relay protection system. In the course of work, electrical quantities were calculated and equipment for the cogeneration plant was selected, normative and technical literature was analyzed with a view to the correct selection of relay protection devices, and vector diagrams of currents were built. As a result, the electrical part of the thermal power station was designed and the relay protection of this station was selected. The work can be used in the design of a real station, since it was done based on regulatory and technical literature. In the course of the work, a number of competencies and skills were obtained in making basic technical decisions on relay protection of thermal power plants.
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