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      Аннотация

    
        
          В данной работе было проведено исследование системы электроснабжения  220/110 кВ. Был проведен выбор оборудования для данной системы, а также  произведена проверка там, где она была необходима. Затем представлен расчет  установившегося режима вручную и с помощью программного комплекса  RastrWin. При расчете режима с помощью RastrWin были рассмотрены два  режима: режим максимальных и минимальных нагрузок. После этого были  определены токи короткого замыкания также вручную и с помощью  программного комплекса EMTP. В заключении, было проведено исследование  динамической устойчивости системы в программном комплексе Dymola.
        

        
          In this work, a study of the 220/110 kV power supply system was carried out.  The selection of equipment for this system was carried out, and a check was made  where it was needed. Then the calculation of the steady state mode is presented  manually and using the RastrWin software package. When calculating the mode using  RastrWin, two modes were considered: the mode of maximum and minimum loads.  After that, short-circuit currents were also determined manually and using the EMTP  software package. In conclusion, a study of the dynamic stability of the system was  carried out in the Dymola software package.
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