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      Аннотация

    
        
          В работе выполнено проектирование электрической части тепловой электроцентрали с выбором основного оборудования станции. На основании технико-экономического анализа двух вариантов выбрана оптимальная схема станции. Для выбранной схемы произведен расчёт токов трехфазного короткого замыкания в разных точках системы. По значениям полученных токов короткого замыкания и параметрам схемы были выбраны выключатели, разъединители, измерительные трансформаторы тока и напряжения. Подобраны токоведущие части станции с проверкой их на термическую стойкость и механическую прочность.  Произведен расчет системы собственных нужд станции, выбраны выключатели, трансформаторы второй ступени, кабели. Выполнена проверка кабелей собственных нужд на термическую стойкость и невозгорание. Выполнен расчет успешности самозапуска и определено время пуска наиболее мощного электродвигателя собственных нужд - привода питательного электронасоса. Выполнены следующие чертежи: принципиальная электрическая схема станции, схема собственных нужд и разрез распределительного устройства 110 кВ.
        

        
          In the work the design of the electrical part of the thermal power plant with the selection of the main equipment of the plant was carried out. On the basis of technical and economic analysis of two options, the optimal scheme of the station was selected. For the selected scheme, calculation of three-phase short-circuit currents in different points of the system was made. Based on the values of the obtained short-circuit currents and scheme parameters were selected circuit breakers, disconnectors, measuring current and voltage transformers. The current-carrying parts of the station with their thermal resistance and mechanical strength have been selected.  Calculation of station auxiliary system, selection of circuit breakers, second stage transformers, cables. Check of auxiliary cables for thermal resistance and non-flammability. Calculation of successful self-starting and determination of start-up time of the most powerful auxiliary electric motor - drive of feeding electric pump. The following drawings were made: principal electric diagram of the station, auxiliary needs diagram and 110 kV switchgear section.
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