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      Аннотация

    
        
          Выпускная  квалификационная  работа  на  тему  «Реконструкция  системы электроснабжения   цеха   термической   обработки   АО   «Тихвинский вагоностроительный  завод»»  объём  работы  51 страница, 6 таблиц,  6  рисунков, 2 приложения, 12 источников литературы.В   выпускной   квалификационной   работе   произведены   следующие изменения на действующим объекте с трансформаторной подстанцией 10/0,4 кВ.В  главе  1  по площади  цеха  в  4320  м2 произведен  расчет  освещения,  в результате  которого  произведен  выбор  светодиодных  светильников,  марки ДИУС-480 мощностью 540 Вт, дающий световой поток 69600 лм, в количестве 30 штук. В главе 2 согласно плана расположения электрооборудования произвольно выбрано 9  шкафов  распределения,  произведён расчет  электрических  нагрузок цеха, мощность которых составила 2157 кВА. В  главе  3  по  мощности  цеха рассчитаны и  выбраны  два  сухих трансформатора марки ТСЗ-2000мощностью 2000 кВА, U1=10 кВ, U2=0,4 кВ. В  главе  4  для  выбранных  трансформаторов  по  длительному  току 154  А выбран  кабель из  шитого  полиэтилена марки АПвПу  1х70/16сдлительной нагрузкой в 280 А. В главе 5 согласно расчетной схеме сети составлена схема замещения,по которой  рассчитан  ток  короткого  замыкания,  на  напряжении  10  кВ  ток трехфазного КЗ за трансформатором составил 1225 А с ударным током 1905,6А, при напряжении 0.4 кВ –36 кА с ударным током 80,5кА. В  главе  6  произведен  расчет  выбор  силовой  и  коммутационной аппаратуры, а также спроектирована схема электроснабжения подстанции.Основанием   для   реконструкции   цеха   являются:   необходимость присоединения  новых  нагрузок;  замена  устаревшего  оборудования,  на  более современное и надежное.
        

        
          Final qualifying work on the topic " Reconstruction of the power supply system of the heat treatment shop of JSC "Tikhvin Railway Car Building Plant "" volume of work 51 pages, 6 tables, 6 figures, 2 appendices, 12 sources of literature.In the final qualification work, the following changes were made at the existing facility with a 10/0.4 kV transformer substation:In  Chapter  1,  the lighting  calculation  was  made  for  the  workshop  area  of  4320 m2,  as  a  result  of  which  the  selection  of  LED  lamps  of  the  DIUS-480  brand  with  a power of 540 W, giving a luminous flux of 69600 lm, in the amount of 30 pieces was made;In Chapter 2, according to the layout of the electrical equipment, 9 distribution cabinets  were  randomly  selected,  the electrical  loads of the  shop  were  calculated, the power of which was 2157 kVA;Chapter  3  power  plant  designed  and  selected  two  potential  transformer  brand ТСЗ-2000power 2000 kVA, U1=10 kV, U2=0.4 kV.;In  Chapter  4  for  the selected  transformers  long  current  in  154  And  the  cable from the sewed polyethylene brand АПвПу1х70/16 with long load 280 A.;In  Chapter  5,  according  to  the  design  scheme  of  the  network,  a  replacement circuit  is  drawn  up,  according  to  which  the  short –circuit  current  is  calculated,  at  a voltage  of  10  kV,  the  three-phase  short-circuit  current  behind  the  transformer  was 1225A  with  a  shock  current  of  1905.6  A,  and  at  a  voltage  of  0.4  kV-36 kA  with  a shock current of 80,5kA.;In Chapter 6 the calculation of the choice of power and switching equipment, as well  as  the  designed  scheme  of  power  supply  of  the  substation.In  Chapter  6  the calculation  of  the  choice  of  power  and  switching  equipment,  as  well  as  the  designed scheme  of  power  supply  of  the substation.The basis  for  the  reconstruction  of  the workshop  is  the  need  to:  connect  new  loads;  replace  outdated  equipment  with more modern and reliable ones.
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