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          Тема выпускной квалификационной работы: «Анализ установившихся и переходных режимов в электроэнергетической системе 750/330 кВ».Целью данной работы является исследование переходных процессов в электроэнергетической системе, представляющей собой сеть линий электропередач (ЛЭП) классов напряжения 750 и 330 кВ, осуществляющих передачу электроэнергии от двух электростанций, связанных с четырьмя группами потребителей и с единой электроэнергетической системой (ЭЭС).По ходу выполнения работы решались следующие задачи:1. Выбор основного энергетического оборудования сети.2. Расчёт нормального режима работы энергосистемы.3. Реализация средств по повышению качества электроснабжения.4. Анализ динамической устойчивости энергосистемы.5. Реализация мер по повышению динамической устойчивости.Работа проведена с применением ручных расчётов, основанных на методе симметричных составляющих, и с использованием специализированного программного обеспечения RasrtWin, EMTP и Dymola. В ходе решения был проведён предварительный расчёт нормального режима работы энергосистемы с целью получения данных о начальных перетоках мощностей и величинах узловых напряжений, после чего были промоделированы случаи возникновения коротких замыканий в сети 750 кВ согласно утверждённым группам нормативных возмущений.В результате на основании полученных данных были реализованы меры по повышению качества электроснабжения потребителей: кроме улучшения основных показателей качества электроэнергии была обеспечена динамическая устойчивость рассматриваемой энергосистемы при наиболее тяжёлых возмущениях, учитываемых на стадии проектирования.
        

        
          The subject of the graduate qualification work is «Analysis of steady-state and transient modes in the 750/330 kV electric power system».The purpose of this work is to study transients in an electric power system, which is a network of power transmission lines of voltage classes 750 and 330 kV, carrying out the transmission of electricity from two power plants connected to four groups of consumers and a single electric power system.In the course of the work, the following tasks were solved:1. Selection of the main power equipment of the network.2. Calculation of the normal operation of the power system.3. Implementation of means to improve the quality of electricity supply.4. Analysis of the dynamic stability of the power system.5. Implementation of measures to increase dynamic stability.The work was carried out using manual calculations based on the method of symmetric components, and using specialized software RasrtWin, EMTP and Dymola. In the course of the solution, a preliminary calculation of the normal operation of the power system was carried out in order to obtain data on the initial power flows and the values of nodal voltages, after which cases of short circuits in the 750-kV network were modeled according to the approved groups of regulatory disturbances.As a result, based on the data obtained, measures were implemented to improve the quality of electricity supply to consumers: in addition to improving the main indicators of electricity quality, the dynamic stability of the considered power system was ensured under the most severe disturbances considered at the design stage.
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