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      Аннотация

    
        
          Произведён анализ РД и ГОСТов по качеству электрической энергии. В работе описаны просадки напряжения и методы повышения качества электрической энергии. Затронут вопрос о пользе поддержания качества электроэнергии на высоком уровне. Рассмотрены актуальные проблемы обеспечения качества э/э в РФ, связанные с устаревшими стандартами и отсутствием мотивации соблюдения ПКЭ. Рассмотрен широкий спектр устройств динамической компенсации провалов напряжения, в том числе не описываемых в отечественной литературе. Определён оптимальный вариант, позволяющий поддерживать ПКЭ на шинах требовательного потребителя. В рамках расчётной работы произведён выбор вольтодобавочного трансформатора, в качестве устройства для защиты от просадок напряжения нагрузок котельной для нагрева высоковязкой нефти. Разработаны основные элементы устройства, а также рассчитаны его технико-экономические показатели в применимости к компенсации просадок напряжения.
        

        
          In this master dissertation was conducted a deep analysis of Russian electrical standards on power quality matter. The paper describes voltage drops and methods for improving the quality of electrical energy on the buses of important loads. Were determined certain benefits of maintaining the power quality on our part of the grid. Also, were adressed the actual problems of ensuring the quality of electricity in the Russian Federation, associated with outdated standards and the lack of motivation to comply with the SQI, are considered. A wide range of devices for dynamic compensation of voltage sags (dips) is considered and the optimal variant has been determined. The specific consumer demands as well as inability to find or implement some solutions laid a certain restrictions on the final choice. In this dissertation for dynamic voltage compensation purpose a dynamic voltage restorer (DVR) was selected as part of the boiler house project for heating high-viscosity oil. The main elements of the device have been developed, and its technical and economic aspects have been calculated.
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