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          Тема представленной выпускной квалификационной работы включает в себя не только анализ установившихся и переходных режимов в системе электроснабжения 220/110 кВ, но и принятие мер по повышению динамической устойчивости. Работа заключалась в следующем: необходимо было выбрать по исходным данным основное силовое оборудование, также с помощью этих данных «вручную» рассчитать установившийся режим работы системы, также необходимо было получить установившийся режим с помощью программного комплекса RastrWin. После, был проведен расчет параметров как токов, так и напряжений двухфазного короткого замыкания на землю. Для того, чтобы снять необходимые осциллограммы токов и напряжений, а также удостовериться в правильности выполнения расчета, была смоделирована модель в программном комплексе EMTP. Последним пунктом работы является расчет динамической устойчивости и меры ее повышения. Для этого, изначально были приведены параметры к относительным единицам, чтобы в дальнейшем использовать их в программе Dymola. По результатам, был произведен опыт короткого  замыкания в указанной точке и также были приняты меры, по повышению динамической устойчивости системы.
        

        
          The topic of the presented final qualifying work includes not only the analysis of steady-state and transient modes in the 220/110 kV power supply system, but also the adoption of measures to increase dynamic stability. The work consisted in the following: it was necessary to select the main power equipment according to the initial data, also with the help of these data to "manually" calculate the steady-state operation of the system, it was also necessary to obtain the steady-state mode using the RastrWin software package. After that, the parameters of both currents and voltages of a two-phase short circuit to earth were calculated. In order to remove the necessary oscillograms of currents and voltages, as well as to verify the correctness of the calculation, a model was modeled in the EMTP software package. The last point of the work is the calculation of dynamic stability and measures to increase it. To do this, the parameters were initially set to relative units in order to use them in the Dymola program in the future. According to the results, a short-circuit experiment was carried out at the specified point and measures were also taken to increase the dynamic stability of the system.
        

    

  

  
    
      Document access rights

    

		
      Network
    		
      User group
    		
      Action
    	
	
              	
        ILC SPbPU Local Network
      		
        All
      		
          [image: Read]
                  [image: Print]
                  [image: Download]
      	
      
	
              	
        Internet
      		
        Authorized users SPbPU
      		
          [image: Read]
                  [image: Print]
                  [image: Download]
      	
      
	
          [image: ->]
              	
        Internet
      		
        Anonymous
      		
                      	
      


    

  

  
    Usage statistics

    
        
          	
                
                  [image: stat]
              	
                Access count: 3
                

                Last 30 days: 0
                

                
                  Detailed usage statistics
                
              


        

    

  


    

  
        
      
        		
              

	Advanced Search
	Attribute Search
	Contacts
	Information Library Complex



              	Last Arrivals
	Most Requested Items


            	
              
    © SPbPU, 1996-2023



    Powered by ILS 
    
    «Ruslan-Neo»
    (© OOO «OLS»)


            	
			


      

    
  

  

[image: ]





