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          Тема выпускной магистерской квалификационной работы: «Исследование молниезащиты двухцепной ВЛ 330 кВ без грозозащитного троса при применении защитных аппаратов.». В данной работе исследуются разные способы грозозащиты участка двухцепной воздушной линии 330 кВ «Владикавказ – Нальчик» без грозозащитного троса. Были рассмотрены природа молниевых перенапряжений и проведён теоретический расчёт числа отключений линии в год. В программной среде EMTP-RV создана экспериментальная модель ВЛ 330 кВ и смоделированы аварийные режимы работы линии при попадании молнии в опору или провод. Так же были получены экспериментальные значения кривой опасных токов и энергий, выделяемых на защитных аппаратах при грозовых перенапряжениях. С полученными из опытов данными были проведены расчёты вероятности возникновения опасных для аппаратов защиты энергий и количество выходов аппаратов из строя при определённых величинах заряда молнии. Автор работы проанализировал работу защитных аппаратов 330кВ типа РВЛ и ОПН и сделал выводы по эффективности их применения.
        

        
          The topic of the final masters qualification work: "Research of lightning protection of a double-chain 330 kV overhead line without a lightning cable when using protective devices". In this paper, various methods of lightning protection of a section of a 330 kV double–chain overhead line "Vladikavkaz - Nalchik" without a lightning cable are investigated. The nature of lightning overvoltages was considered and a theoretical calculation of the number of line outages per year was carried out. An experimental model of a 330 kV overhead line has been created in the EMTP-RV software environment and emergency operating modes of the line have been simulated when lightning hits a support or wire. Experimental values of the curve of dangerous currents and energies released on protective devices during lightning overvoltages were also obtained. With the data obtained from the experiments, calculations were made of the probability of occurrence of dangerous energies for protection devices and the number of failures of the devices at certain values of the lightning charge. The author of the work analyzed the operation of 330kV protective devices of the RVL and OPN type.
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