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          Целью работы являлись реконструкция и модернизация схемы выдачи ТЭЦ с применением современного оборудования и технических решений. В ходе работы изначально был установлен объем модернизации станции, выбрано основное оборудование, которое подлежит замене или модернизации, разработана главная схема электрических соединений; схема собственных нужд электростанции; были рассчитаны токи короткого замыкания, на основе которых выбраны коммутационные аппараты – выключатели и разъединители; измерительные трансформаторы тока и напряжения и токоведущие части. Также была спроектирована релейная защита генератора, работающего непосредственно на сборные шины: рассмотрены повреждения генераторов и виды защит от этих. Разработана АСУ электрической части станции: произведен расчет количества сигналов, в результате чего было выбрано оборудование. В заключении начерчены главная схема электрических соединений станции, схема распределения защит по ИТТ и ИТН, чертеж конструкции КРУЭ 110 кВ.
        

        
          The aim of the work was the reconstruction and modernization of the power distribution scheme of CHP using modern equipment and technical solutions. In the course of the work, the scope of modernization of the station was initially established, the main equipment to be replaced or modernized was chosen, the main circuit of electrical connections was developed; scheme of own needs of the power plant; short-circuit currents were calculated, on the basis of which switching devices were selected - switches and disconnectors; current and voltage measuring transformers and current-carrying parts The relay protection of the generator operating directly on the busbars was also designed: the damage to the generators and the types of protection against these were considered. The automated control system for the electrical part of the station was developed: the number of signals was calculated, as a result of which the equipment was selected. In conclusion, the main circuit of electrical connections of the station, the distribution scheme of protection for measuring transformers, a design drawing of 110 kV outdoor switchgear are drawn.
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